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INTERSTITUAL SPACE
/ A\ UNIT CLOSET;
COORDINATE FINAL
LOCATION IN THE
FIELD
PROVIDE UNIT PREMISE WIRING
ENCLOSURE RECESSED IN WALL
qn
PROVIDE ONE (1) 13 WITH VOICE, DATA AND COAXIAL
FLEXIBLE NON-METALLIC s
CABLE DISTRIBUTION MODULES
CONDUIT/INNERDUCT FROM
FOR TELEPHONE/CATV
EASTON UTILITIES TO EACH
DISTRIBUTION WIRING
UNIT FOR EXTENSION OF
THROUGHOUT UNIT AND DUPLEX
UTILITY TELEPHONE,
RECEPTACLE. COORDINATE ALL
INTERNET AND CATV ;
REQUIREMENTS WITH OWNER'S
SERVICE CABLES. PROVIDE
AND EASTON UTILITIES
PULL STRING. COORDINATE
=GP (I8 Erf A g e REPRESENTATIVES IN THE FIELD
PRIOR TO START OF WORK.
BUILDING AND B N
TERMINATIONS IN THE
FIELD WITH EASTON
UTILITIES AND OWNER'S
REPRESENTATIVE PRIOR
TOIROGUCHEI: DATA, PHONE AND
COAXIAL CABLE (SEE
SPECIFICATIONS, TYP.)
LIVING ROOM
o BEDROOM #1
EASTON UTILITIES
(LOCATED IN MECH. | | *
ROOM)
| | BEDROOM #2
—_ MULTI-MEDIA OUTLET
V (DATA, PHONE AND
BEDROOM #3  COAXIAL CABLE, TYP.)
INCOMING CATV -
INTERNET SERVICES
BY UTILITY COMPANY /_
(2" CONDUIT FROM
EXTERIOR VAULT/PED)
APPROVAL REVISED

Life. Made better."
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EASTON UTILITIES
STANDARD DETAILS

MULTI-FAMILY
DROP DETAIL
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