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WIRE MESH BETWEEN
BOX AND STONE
BOX OPENING APPROX.
19"x31"
6" TO BASE
LAYER OF 3/4"
WASHED STONE

SIDE VIEW
NOT TO SCALE
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COMPACT SUBGRADE TO
95% MODIFIED PROCTOR
AT 2% OPTIMUM MOISTURE
CONTENT PER ASTM D1557.

CORE DRILL
INTO BOX

END VIEW
NOTES: NOT TO SCALE
1. SEE CONDUIT AND DUCT BANK NOTES
ON E-100.1.2 STANDARD DETAILS.
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Life. Made better.”

[ EU ENGINEERING DEPARTMENT

EASTON UTILITIES
STANDARD DETAILS

36" x 36" x 30"
QUAZITE BOX

ISSUED:

JANUARY 2024

STANDARD NO.: E-105.1




