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BUSHING
LOCKNUT CONDUIT REQUIREMENTS
SERVICE SIZE | CONDUIT SIZE | QUANTITY
200A 7 1
B00A 7 2
MALE TERMINAL ADAPTER 800A g 2
EXPANSION FITTING 1200A 7 3
CARLON E945 SERIES OR 1600A g 2
[ _: APPROVED EQUAL 2000A g 6
[
| NOTES
SCH40 PVC
CONDUIT 1. SEE STANDARD DETAIL E-100.1.2 FOR

EXPANSION FITTING DETAIL

NOT TO SCALE

CONDUIT SPECIFICATIONS.

2. A SECOND LOCKABLE FUSED DISCONNECT

SWITCH MAY BE ADDED.
3. METERING AND EQUIPMENT SHALL BE
INSTALLED ON EXTERIOR OF BUILDING.
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