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FRAME & COVER HELD IN PLACE WITH
MORTAR.

"TYPE S"

MANHOLE STEPS

CORBEL 3/4" MAX:
PER COARSE

SEE STD. DETAIL SS-2.00
FOR BENCH DETAIL \

J

FINISHED GRADE

CEMENT MORTAR
PARGING 1/2" THICK.

COAT EXTERIOR WITH 2
COATS OF ASPHALTIC
WATERPROOFING FROM
CASTING TO BASE.

BENCH & CHANNEL SHALL
BE BRICK MIN. OF 4" THICK.
SLOPE BENCH 1/2" PER

FOOT TO TOP OF PIPE.
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CONCRETE WITH NO.
4 REBAR 12" C/C B/W.

EXCAVATE 6" WIDER THAN

APPROVED SUBGRADE STRUCTURE TO ALLOW FOR
AS REQUIRED. PROPER STONE BEDDING AND
STRUCTURE ALIGNMENT.
NOTE:
1. MORTAR SHALL BE "TYPE S".
APPROVAL REVISED
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Life. Made better.”

EASTON UTILITIES
STANDARD DETAILS

BRICK MANHOLE

ISSUED: JANUARY 2024

STANDARD NO.: SS-101.5




