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TO IRRIGATION SYSTEM
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BACKFLOW PREVENTER TO BE IN TO BE INSTALLED ABOVE
ACCORDANCE WITH CURRENT VERSION OF GRADE WITHIN 6' OF
INTERNATIONAL PLUMBING CODE. BUILDING.
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NOTES:

1. ALL MATERIALS SHALL BE PROVIDED BY THE APPLICANT. ANY REPAIRS TO THE IRRIGATION SERVICE SHALL
BE THE RESPONSIBILITY OF THE APPLICANT.

2. METER AND ERT SHALL BE SUPPLIED BY EASTON UTILITIES AND REIMBURSED BY THE APPLICANT.

3. IRRIGATION METER SHALL BE LOCATED ON THE BACKSIDE OF THE PRIMARY METER.

4. INSTALLATION SHALL MEET ALL REQUIREMENTS OF THE TOWN OF EASTON APPROVED PLUMBING CODE.
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Life. Made better."
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